Heuristic Based Approach for Voltage Stability Improvement using FACTS Devices

Hajer Jmii*, Asma Meddeb, Souad Chebbi

LATICE Laboratory, University of Tunis, Tunis 1008, Tunisia

ARTICLE INFO
Article history:
Received: 30 October, 2017
Accepted: 17 November, 2017
Online: 23 December, 2017

Keywords:
Heuristic method
SVC
TCSC
UPFC
Voltage Stability

ABSTRACT
The aim of this paper is to develop a hybrid device for voltage stability enhancement using two kinds of FACTS (Flexible AC Transmission System) namely SVC (Static Var Compensator) and TCSC (Thyristor Controlled Series Capacitor). The idea behind the proposed method is to maintain safe and satisfactory power system operation in a lesser costing manner by taking advantage of the performances of SVC and TCSC at the same time. We propose to evaluate the efficacy of the combined device to UPFC, as it is a hybrid FACTS and it is the most versatile compensator. For purpose of identifying the placement of the devices, we opt for a heuristic based approach. The methodology is tested with the IEEE 14-Bus system using the software EUROSTAG, and the simulation results reveal the efficiency of the proposed method for enhancing voltage stability.

1. Introduction

Today's power system is more and more operating close to its stability limits due to the unceasing growing of the power demand [1, 2]. Therefore, transmission lines are prone to the overloading, especially when the system is unable to cope up with power transition [3]. In addition, in some cases, the transmission of the energy is a hard task because of the long distance between the generation station and the loads. This may increase power losses and threats to the voltage stability. Voltage stability is defined as the system's ability to retain voltages at all the buses in the whole network within the specified boundaries after a disturbed condition [4]. Several system collapses have been reported in recent years [5] making the need for rapid and accurate control systems more and more insistent [6]. As power electronics components continue to develop, a variety of control devices as FACTS (Flexible AC Transmission System) have been prospered [7, 8]. The introduction of such a technology in the power system provides the control of the transmission line impedance, the voltage magnitude, and the phase angle. UPFC, SVC, and TCSC are three of the main FACTS devices which have acquired a well-recognized term for higher and smoother controllability in power systems.

The use of FACTS technology for system stability support has been studied in a large number of works [9-11]. A. Motiebirjandi et al. [12] studied the impact of UPFC on damping oscillations of the generator rotor. For this purpose, authors proposed system critical modes and residue factor methods for the optimal placement. In addition, they applied particle swarm optimization (PSO) to optimize the parameters of the UPFC. Reference [13] proposed the use of SVC to improve power system transient stability and damp oscillations in case of three-phase short-circuit. In reference [14], the authors demonstrated the performance of UPFC compared to SVC, in terms of improving power system stability. In order to enhance transient stability, the authors in [15] compared the performances of UPFC to different FACTS devices, namely TCSC, STATCOM (Static Synchronous Compensator) and SVC. B. Bhattacharyya et al. [16] were interested in the cost implication and power loss of installing UPFC alongside with SVC and TCSC. After determining the optimal emplacement and parameters of the FACTS using specific algorithms, authors have reported the gain obtained when adding the hybrid compensator to the other FACTS. Likewise, authors in [17] discussed the use of SVC, TCSC, and UPFC in the improvement of dynamic and transient system stability. They compared the three FACTS based on their mathematical models and operation modes. It was found that UPFC provided the most rapid control and the highest performances in stabilizing the system. P. Pandey et al. [18] studied the contribution of the SVC and UPFC in enhancing the voltage profile of a grid connected distributed generation system. They demonstrated through simulations, the satisfactory operation of the two FACTS especially the hybrid device. Reference [19] presented the application of a heuristic based procedure to

*Hajer Jmii, University of Tunis, Tunis 1008, Tunisia, +21694014865, hajerjmii@yahoo.com

www.astesj.com
parameters, type and location problems of UPFC, SVC and TCSC. Simulations showed satisfactory results of the proposed method.

This paper is an extension of work initially published in the Proceedings of the International Conference on Sciences of Electronics, Technologies of Information and Telecommunications [20]. The aim of this work is to improve power system voltage stability by using a hybrid device composed of SVC and TCSC. The benefits of this idea are to achieve a safe and secure power system operation in a less costly way. We choose to compare the performance of the proposed device to UPFC, as it belongs to the family of hybrid FACTS and it is the most powerful tool in the current control systems. The placement of the devices is identified by applying a heuristic based approach and the proposed method is tested on the IEEE 14-Bus system via the software EUROSTAG.

Firstly, in section 2 we present statistics about FACTS devices. Second, the voltage instability phenomenon is explained mathematically. Then, the mathematical models and structures of the proposed FACTS are detailed. Section 5 outlines the proposed approach. In section 6, we focus on the case study and the discussion of simulation results. Finally, we summarize the main points of this paper in the conclusion.

2. Statistics about FACTS Devices

Since the development of power electronics, a great interest has been granted to FACTS devices. The research considers this technology as a substantial and a timely topic. For this reason, an important number of studies discussing the application of FACTS to power systems have been published. In power system stability field, the publications related to FACTS are also numerous as described in Figure 1. It was found that the interest to the flexible controllers is more and more increased which reflects the efficiency of such a solution for instability problems. According to reference [21], when looking at the statistics for SVC, TCSC and UPFC publications, we noted that they are dominant compared to the other FACTS. Nonetheless, SVC is reaping the major concern in researcher’s studies with 114 publications until 2004.

![Number of publications(stability)](image)

Figure 1. Statistics of the publications related to the FACTS

Actually, these statistics are reflecting the installed FACTS systems in the world. Reference [22] presented approximate results of a survey on worldwide integrated FACTS. It should be mentioned that SVC is the most exploited FACTS with a total power of 90,000MVA. While 2,000MVA are distributed on 10 incorporated TCSC into power systems, there are only 3 real networks equipped with UPFC with 250MVA of generated power.

To understand the reasons for the widespread use of SVC in comparison to the others FACTS particularly UPFC, we must look at system planner’s choices. Recognizing that the investment cost is always a considerable constraint, economical solutions for power system instability are generally preferred. The cost of a FACTS device is highly dependent on the complexity of its model which is determined by the number of semiconductors used. Thereby, consisting of two voltage source converters, UPFC has the highest cost among the various FACTS [22]. According to reference [23], it is estimated at 0.33 million$ for 1MVAR generated power while the cost of SVC is approximately 0.19 million$ and the instrument and investment costs of TCSC are estimated at 0.22 million$ for 1MVAR generated power. Thus, when the network is already equipped with SVC, we can get well-improved stability by adding TCSC and at the same time economize 0.11million$ for each MVAR generated.

Otherwise, the cost-efficiency is not always to install the least costly FACTS device, but rather to choose the appropriate one based on the type of instability problem that we want to solve. As these problems are, on the one hand, unpredictable and on the other hand, closely linked, it is required to invest in equipment which can assure the control of more than one network parameter. Currently, UPFC has the potential to act on three parameters, namely: phase angle, line impedance, and bus voltage either simultaneously or separately. So, confronted with these constraints, we thought to find a solution for network instability, combining the economical side with the wide application area and efficiency side. Hence, our idea is to create an equivalent of UPFC by joining the action of TCSC, as a series FACTS, to that of SVC which assure the shunt compensation. With this approach, power system stability is enhanced at lower cost.

3. Voltage Instability

In power system stability field, a particular interest is accorded to the control of voltage and reactive power. The main issue is to avoid voltage instability which can result in a widespread problem known as voltage collapse [7]. For this purpose and in order to guarantee the reliability and the efficiency of power system operation, the following points must be respected in voltage and reactive power control:

- Voltages of all network buses must be within the permissible interval. According to reference [24], it is specified as [0.94pu; 1.06pu] for MV network.
- The reactive power flow in transmission lines must be minimized as much as possible. This leads to reducing line losses: \( R I^2 \) and \( XI^2 \).

We can illustrate the voltage instability by considering the system of Figure 2. This 2-bus network consists of a voltage source supplying a load through a transmission line.

The apparent impedance at bus 2 is expressed by:

\[
S_2 = P_2 + jQ_2 = V_2 I^* \tag{1}
\]

Where:
\[
I = \frac{V_1 - V_2}{jX}
\]
4. FACTS Models

In order to compare the performances of the FACTS devices, it is required to describe their functionalities supported with mathematical models and equivalent schemes. That is what we are going to present in this subsection.

TCSC is one of the most important FACTS equipment, which has been used to modify the series impedance of the transmission line in order to improve system stability. Typically, it consists of a thyristor-controlled reactor in parallel with a fixed capacitor, which is equivalent to an adjustable reactance \([25, 26]\). The reactance of a transmission line equipped with a TCSC is expressed as follows:

\[
X_{jk} = X_{jk}^{\text{line}} + X_{jk}^{\text{TCSC}}
\]  

Figure 3 shows a TCSC integrated between bus j and bus k with its equivalent model while Figure 4 describes the configuration of the series FACTS.

Before the integration of the TCSC in the transmission line \(jk\), the admittance matrix \(Y\) is given by equation (9) [27]:

\[
Y = \begin{bmatrix}
\frac{y_{jk}}{2} & -
\frac{y_{jk0}}{2} & -y_{jk} & \frac{y_{jk0}}{2} \\
-
\frac{y_{jk}}{2} & \frac{y_{jk0}}{2} & y_{jk} & \frac{y_{jk0}}{2} \\
\end{bmatrix}
\]  

Where:

\[
y_{jk} = G_{jk} + jB_{jk}
\]

\[
G_{jk} = \frac{R_{jk}^{\text{line}}}{(R_{jk}^{\text{line}})^2 + (X_{jk}^{\text{line}})^2}
\]

\[
B_{jk} = -\frac{X_{jk}^{\text{line}}}{(R_{jk}^{\text{line}})^2 + (X_{jk}^{\text{line}})^2}
\]
The susceptance can be capacitive or inductive. Indeed, in the case of reactive power excess, SVC absorbs the increased amount through the inductor and in the opposite case; the capacitor covers the reactive demand.

The capacitive power injection model of SVC at the rated voltage is given by equation (19) [30]:

\[ Q_{SVC} = -V_N^2 B_{SVC} \]

Where \( B_{SVC} \) must be controlled according to equation (20):

\[ B_{SVC\text{ min}} \leq B_{SVC} \leq B_{SVC\text{ max}} \]

\( B_{SVC\text{ max}} \) designates the capacitive limit state while \( B_{SVC\text{ min}} \) designates the inductive one. If SVC susceptance reaches its limits without maintaining the voltage of the bus where it is connected, it loses the capability of voltage control and it becomes similar to a fixed susceptance.

The connection of SVC to a bus j, as illustrated in Figure 7, changes the admittance matrix only at the element \( Y'_{ji} \), in fact, the admittance of the compensator is added according to the following equation:

\[ Y'_{ii} = Y_{ii} + Y_{SVC} \]  

The admittance matrix is so expressed by equation (22).

\[ Y = \begin{pmatrix} y_{ij} & + \frac{y_{ij0}}{2} + y_{SVC} & - y_{ij} \\ - y_{ij} & - y_{ij} & + \frac{y_{ij0}}{2} + y_{ij} \end{pmatrix} \]

EUROSTAG adopts the model of Figure 8 and represents SVC as an impedance injector connected to a bus of the electrical network.

4.3. UPFC

UPFC is the most recognized hybrid compensator, it is the third generation of FACTS devices, it is the first and only device that has the ability to control simultaneously or separately voltage, line impedance and the phase shift of the bus voltage. UPFC consists
of two transformers, one connected in series and the other in shunt with the transmission line as shown in Figure 9 [31].

\[ P_{sh} = V_i^2 g_{sh} - V_i V_{sh} (g_{sh} \cos(\theta_i - \theta_{sh}) + b_{sh} \sin(\theta_i - \theta_{sh})) \]  
\[ Q_{sh} = -V_i^2 b_{sh} - V_i V_{sh} (g_{sh} \sin(\theta_i - \theta_{sh}) - b_{sh} \cos(\theta_i - \theta_{sh})) \]

\[ P_{ij} = V_i^2 g_{ij} - V_i V_j (g_{ij} \cos(\theta_{ij}) + b_{ij} \sin(\theta_{ij})) - V_i V_{se} (g_{ij} \cos(\theta_{ij} - \theta_{se}) + b_{ij} \sin(\theta_i - \theta_{se})) \]

\[ Q_{ij} = -V_i^2 b_{ij} - V_i V_j (g_{ij} \sin(\theta_{ij} - b_{ij} \cos(\theta_{ij})) - V_i V_{se} (g_{ij} \sin(\theta_i - \theta_{se}) - b_{ij} \cos(\theta_i - \theta_{se})) \]

Where:

\[ g_{sh} + jb_{sh} = \frac{1}{Z_{sh}} \]
\[ g_{ij} + jb_{ij} = \frac{1}{Z_{se}} \]
\[ \theta_{ij} = \theta_i - \theta_j \]

\( V_i \) and \( V_j \): voltages at buses i and j

\( P_{sh} \) and \( Q_{sh} \): active and reactive power flows of the shunt inverter

\( P_{ij} \) and \( Q_{ij} \): active and reactive power flows of the series inverter

\( V_{sh} \) and \( V_{se} \): shunt and series voltage sources

\( Z_{sh} \) and \( Z_{se} \): shunt and series coupling transformer impedances.

The modeling of the UPFC shunt part on EUROSTAG is simple; it is represented by a current injector. As for the modeling of the series part, we must open the line where we want to insert UPFC and place at its extremities two current injectors (Figure 11). The opening of the line is assured by a high reactance value.

Figure 10. Equivalent circuit of UPFC

Figure 11. UPFC model on EUROSTAG

5. Proposed Approach

The main purpose of our paper is to find an economical and efficient way for sustaining voltage stability by comparing the performances of SVC-TCSC to those of UPFC. In order to achieve this, it is important to take into consideration the identification of the proper placement of the FACTS in the system.
There is a variety of methods for finding optimal solutions [19, 33]. However, in practice, the time factor is more important than optimally solving the problems so that engineers and system planners often resort to heuristic methods. Heuristic methods known also as approximate methods are used for the resolution of optimization problems. These methods guarantee to find in a polynomial time at least a good and a feasible solution, but not necessarily the optimal one [34].

There are different types of heuristic algorithms, as shown in Figure 12, among which we are interested in reduction heuristics. The principle of such a method is to simplify the problem and to reduce the domain of the solutions. This implies to define the boundaries of the problem by identifying the properties that must satisfy a good solution.

![Figure 12. Types of heuristic algorithms](image)

Figure 12 shows the flowchart of the proposed method. The normal state of the system must be obtained first of all so that we can analyze the load flow results and determine the weakest zone of the system that needs to be compensated. In this way, the location problem is simplified and the domain of solutions is reduced to the weakest zone. Based on the load flow analyses, a preliminary selection of the FACTS placement is made. Then, the system with the FACTS devices is executed. The evaluation of the selected location is performed by comparing the voltage magnitude to the specified lower and upper boundaries. A proper FACTS placement must maintain the voltage of all the buses within the permissible limits. If this criterion is not respected, another location has to be considered, and the evaluation based on the defined boundaries is repeated. Once the best location of the devices is identified, the next step is to perform the comparison between the proposed FACTS. The comparison takes into consideration the voltage magnitude, the oscillations, and the power flows.

With this method, we can get satisfactory results and avoid complicated and slow routines of the optimization methods.

6. Simulation

6.1. Test System

The proposed case study is the classical system IEEE 14-bus network, it consists of:

- Two generator buses and eleven load buses.
- Fifteen transmission lines.
- A three-winding transformer and two step-up transformers with two windings.
- Three synchronous compensators connected to buses 3, 6 and 8.

![Figure 13. Flowchart of the proposed method](image)

All data relating to this test network are extracted from reference [32] and we used EUROSTAG software package [35] for the simulations. This software is a powerful tool dedicated to dynamic simulations. Its major advantage is the high rapidity of its algorithm. Irrespective of the nature of the disturbance and the system size, it can rapidly visualize the behavior of the network until it returns to an equilibrium state. Furthermore, this simulation is not accompanied by any deterioration in the accuracy of the calculations. In addition, it gives the possibility to define the modeling level adapted to the type of the performed study.

6.2. Simulation Results

6.2.1. Identification of FACTS Location

To compare the performances of UPFC and the proposed SVC-TCSC, first of all, it is mandatory to identify the appropriate placement of the FACTS. This step has to provide a firm basis for comparison. Therefore, we plan a step change in load at time t = 200s from 5% of the initial load by a step of 5%. The procedure continues until reaching the maximum loading capability of the system.
First of all, we integrate UPFC in the middle of line 13-14. Then, we apply an increase of 20% of the total load of the system. As shown in Figure 16, there is no improvement in the magnitude of bus 10 voltage. In addition, lower amplitudes equal to 0.925pu and 0.977pu are obtained respectively in bus 14 and bus 9, compared to the uncompensated system. Thus, it is concluded that line 13-14 is not a good location for the FACTS to perform the comparative study.

Now, we integrate UPFC through line 9-14 and we rerun the system. A meaningful improvement of the voltage magnitude is observed. According to Figure 16, UPFC has increased the voltage amplitude of bus 14 from 0.952pu to 0.1007pu with less severe oscillations, bus 10 from 0.976pu to 0.985pu and bus 9 from 0.982pu to 0.991pu. As we have got satisfactory results, the line 9-14 is retained as a good placement to insert the proposed FACTS and then to compare their potentialities.

6.2.2. Performance comparison between the FACTS

We connect UPFC and SVC-TCSC to the network, separately. Firstly, UPFC was integrated into the middle of line 9-14 with a capacity of 60MVAR for each one of its inverters, and then, with keeping the same dimensions, we inserted TCSC through the line 9-14 and SVC to bus 9.

Based on the results of the prior section, we apply a total load increase of 30% of the initial load. In this case, the test network is under heavy loaded conditions.

We are interested in the comparison, to the evolution of bus voltage as well as the active and reactive power flows in transmission lines.

Taking bus 14 as an example as shown in Figure 17, it can be seen that both UPFC and SVC-TCSC have a bearing on the voltage magnitude by increasing it significantly, while it was under the minimum acceptable value before compensation. However, UPFC showed a higher capability of enhancing voltage level, from 0.90pu to 0.96pu. In addition, we obtained a rapid damping of oscillations after only 7s either by UPFC or SVC-TCSC.

The impact of the FACTS on the oscillatory regime is clearer in the voltage curve of bus 1, plotted in Figure 18. Nonetheless, we note that the damping action of SVC-TCSC is more considerable compared to that of UPFC, in fact, it reduced the
highest oscillation from 1.08pu to 1.071pu and rapidly established the steady state with well-amortized oscillations.

TCSC. The amount of reactive power in line 6-12 is reduced by about 12% and in line 1-2, from 20MVAR to 19.2MVAR. Nevertheless, we recorded an increase of 10.5% in the transmitted MVARs across line 9-10.

Figure 19 shows the active power transmitted in line 1-2 with and without FACTS. When focusing on the transient regime, it must be mentioned that even in the temporal evolution of powers, the damping action of SVC-TCSC is more efficient; it gives more attenuated oscillations and joins the stable state in a shorter time.

Table 2. Active and reactive power flows with and without FACTS.

<table>
<thead>
<tr>
<th>Simulation case</th>
<th>Line 9-10</th>
<th>Line 1-2</th>
<th>Line 6-12</th>
</tr>
</thead>
<tbody>
<tr>
<td></td>
<td>Active</td>
<td>React.</td>
<td>Active</td>
</tr>
<tr>
<td></td>
<td>Power MW</td>
<td>Power MW</td>
<td>Power MW</td>
</tr>
<tr>
<td>Without FACTS</td>
<td>8.3</td>
<td>5.7</td>
<td>209</td>
</tr>
<tr>
<td>With SVC-TCSC</td>
<td>8.3</td>
<td>6.3</td>
<td>209</td>
</tr>
<tr>
<td>With UPFC</td>
<td>9.2</td>
<td>2.5</td>
<td>216</td>
</tr>
</tbody>
</table>

Conflict of Interest

The authors declare that there is no conflict of interests regarding the publication of this paper.

7. Conclusion

This paper presented a hybrid method for voltage stability enhancement using SVC and TCSC. The advantage of the proposed approach is the lesser cost of achieving a safe power system operation. The IEEE 14-bus system was utilized to test the
performance of the combination SVC-TCSC and compare it to the UPFC, the most pricey and multi-functional FACTS. The identification of the best placement of the FACTS devices was performed using a simple heuristic method. The simulation results demonstrated that the hybrid FACTS based on SVC and TCSC is able to significantly improve the voltage profile of the whole network in addition to the satisfactory action in amortizing the oscillations. The findings are encouraging to rather improve the performance of the SVC-TCSC in controlling power flow in lines and introduce other techniques for optimal location.

References


